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In accordance with provisions ofthe Air Pollution Control Act, the Act of January 8, 1960, P.L. 
2119 , as amended, and after" due consideration of an application received under Chapter 127 of the 
rules and regulations ofthe Department ofEnvironmental Resources, the Department hereby issues 
this permit for the operation ofthe air contamination source(s) described below. 

Permit No. : OP-41-0004 Source & two (2) #2 oil-fired General 

Owner: Pennsylvania Power & Light Company Air Electric Frame 5 model L 

combustion turbines 

Address : Two North Ninth Street 

Cleaning 

Device : 

Allentown, PA 18101-1179 

Attn : Reid T. Clemmer 

Senior Project Engineer 

Location : City of Williamsport 

Lycoming County 

This permit is subject to the following conditions: 

1. That the source(s) and any associated air cleaning device(s) are to be : 

a. operated in such a n~anner as not to cause air pollution: 
b. in compliance with the specifications and conditions of the applicable plan 

approval(s) issued : 
c. operated and maintained in a manner consistent with good operating and 

maintenance practices. 

'J This permit is valid only for the specific equipment, location and owner named above . 

See anached for additional conditions. 

Failure 10 comply with the conditions placed on this pem1it is a violation of Section 127.444 . 
Violation of this or any other provision of Article JJ1 ofthe rules and regulations ofthe Depanment of 
Environmental Resources \Viii result in suspen sion or revocation of this permit and/or prosecution 
under Sect ion 9 of the Air Pollution Control Act. 

l ssued : 

: Harrisburt" 
Fi k 

I 



• -PEJ{J\1lT CONDJ T10NS 
PEHM JT NO. : OP-41-0004 

COMPANY: Pennsylva nia Power & Light Co . 

.J. ]fat any time the perminee C(luscs, permits or allows any modification (as that term is defined in 
Chapter 121 of Title 25, the Rules and Regulations of the Department of Environmental 

Resources) ofthe aforementioned air contamination source(s), the operation and use of which is 

autho ri zed by this permit, or causes, permits or allows any modifications, malfunction or removal 
of any a ir pollution control device required as a condition of this permit, then and in that event, 
thi s permi t shall be suspended , and the permittee shall not thereafter continue to operate or use 

sa id a ir contamination source(s). 

4 . The aforementioned source(s) may be operated and used only so long as any associated air pollution 
control dev ices are operated and maintained in accordance with the specifications set forth in the 
respective plan approval(s). and the application(s) submin ed for sa id plan approval(s) (as approved by 

the Department) , and in accordance with any conditi ons set forth herein . 

This operating permit incorporates a Reasonably A Yail able Control Technology (RACT) determination 
3S required by the provisions ofTitle I of the Cl ean A ir Act Amendments and 25 PA Code Section 
129.91 through 129.95 fo r tv,;o #2 fue l oil-fired General Electric Frame 5 model L combustion turbines . 

6 . The expirati on date shown in this permit is for state purposes. For Federal enforcement purposes, the 
condi ti ons of this operating permit shall remain in effc>ct as part of the State Implementation Plan (SIP) 
until replaced p ursuant to 40 CFR 51 and approved by the U.S. Environmental Protection Agency . 
The operating permit shall .become: enforceable by the U .S . Environmental Protection Agency upon 
approva l of the above revi sion to the SIP. 

'· Pursuant to the RACl provisions of Sections 129.91-129 .95 ofChapter 129 of Article Ill ofthe Rules 
nnd Regulations of the Department of Environmental Resources, the nitrogen oxides (NOx expressed 
as N02) emiss ions from each of the 2 combustion turbine s sha ll be limited to 175 pounds per hour. 
Addi t ional ly , neither ofthe turbines shall be operated at a capacity factor in excess of 50%. 

S. O ne of the two combustion turbines shall be stack tested to demonstrate compliance with the NOx 
emission limit spec ified in condition 7 herein within 180 days of this operating permit issuance. All 
testing is to be performed in accordance with Chapter 139 of Article Ill ofthe Rules and Regulations of 
the Department of Environm en tal Resources while tl1e turbines are operating at maximum capacity. If 
the resul ts of this stack testin!2 demonstrate noncompl iance \Vith the NOx emission limit specified in 
condition 7 herein, the second turbine shall also be stack tested for NOx, said testing to be performed 
within 120 days of the company's receipt of the noncomplying results for the first turbine. 

S A t le<Js t 60 days prior to tl1e performance of the testin !2 required by condition 8 herein, a pre-test plan 
shall be submitted to the Department for evaluation. Th1s test plan shall contain the specific testing 
;md analytical procedu1es to be used in performing the tc>sung and shall be accompanied by 
d im ensioned drawings of the turbi ne exhaust shoYving the location of the sampling pons . 



• PER1\1IT CONDITIONS 
PEHMIT NO.: OP-41-0004 

COMPANY: Pcnnsvlvania Power & Light Co. 

10. The Department shall be given at least 14 dnys ndvance notice of the specific dates and times for the 
performance of the testing required by condition 8 herein in order that Department personnel can 
arrange to be present. The Department is under no obligation to accept the results of any testing 
performed without adequate advance notice having been given to the Department. 

11. Within 60 days of completion of the testing required by condition 8 herein, a test report shall be 
submitted to the Department. The report shall contai n the results of the testing, a description of the 
testing and analytical procedures actually used, all turbine operating data collected during the tests, a 
copy of all raw data and a copy of the calcula1ions generated during data analysis. 

12. In addition to the stack testing required by condition 8 herein, the turbine not previously tested 
pursuant to condition 8 shall be stack tested for NOx at least 6 months, but not more than 12 months, 
prior to the expiration date of this operating permit. In the event that both turbines were previously 
stack tested pursuant to condition 8 , however, hath shall be tested pursuant to this condition. 

All testing shall be performed in accordance \Vith Chapter 139 of Article lJl ofthe Rules and 
Regulations of the Depanment of Environmental Resources while the. turbines are operating at 
maximum capacity . The company shall additionally submit a pre-test protocol, provide advance notice 
of the test dates and submit a test report for this retesting using the same time frames as are specified in 
conditions 9, 10 and 1 1 herein except that the time frames are to be in relation to the testing required 
by this condition rather thaFJ the testing required by condition 8 herein. 

13. These combustion turbines are only to be fired on virgin #2 fuel oil to which no reclaimed or waste oil 
or other waste materials have been added. 

14 . The company shall maintain records in accordance with the record keeping requirements of Section 
129.95 ofChapter 129 of Article lJl ofthe Rules and Regulations ofthe Department ofEnvironmental 
Resources which shall include records of the amount of fuel oil used in the turbines. Records of total 
facility fuel oil usage will suffice to satisfy this requirement as long as the total facility capacity factor 
remains below 25%. If l1owever, the total faci lity capaci ty factor ever exceeds 25%, the company 
must immediately install such instrumentation, etc. as is necessary to determine the fuel oil usage in 
each individual turbine . All records are to be retained for at least 2 years and shall be made available 
to the Department upon request. 

1) . The company shall immediately notify the Depanment of any malfunction of the source(s) or 
associated ai r cleaning device(s) which results in , or may possibly be resulting in, the emission of air 
contaminants in excess of the limitations specified in any condition contained herein or specified in, or 
established pursuant to. any applicable rule or re ~? ulation contained in Article)]] of the Rules and 
Regulations of the D~panment of Environmental Resources. 




