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MEMORANDUM

SUBJECT:  Opacity Monitor Manufacturers May Certify Conformance with PS-1 Following ASTM D6216-
98, D6216-03, or D6216-07

FROM: Conniesue B. Oldham, Ph.D., Group Leaden&qﬁ_‘;& QWM——)

Measurement Technology Group (E143-02)

TO: Addressees

I would like to alert you to revisions to the American Society of Testing and Materials (ASTM) D6216 Standard
Practice for Opacity Monitor Manufacturers to Certify Conformance with Design and Performance Specifications.
The ASTM D6216 practice affects performance specifications for continuous opacity monitoring systems
(COMS) specified in Performance Specification 1 (PS-1) of 40 CFR Part 60, Appendix B.

The PS-1 published in the Federal Register on August 10, 2000, incorporated by reference ASTM D6216-98 in its
entirety. The ASTM completed revisions to D6216-98 in 2003, and the revised standard practice was designated
ASTM D6216-03. In November 2007, the ASTM published revisions to D6216-03, and the current revised
standard practice is designated ASTM D6216-07.

We have reviewed the revised standard practice, ASTM D6216-07 and determined that the changes have
improved the previous standard practices (see attachment for a summary of the changes). We are in the process of
updating PS-1 to reference ASTM D6216-07. Until we complete the revisions to PS-1, opacity monitors certified
in accordance with either D6216-98, D6216-03, or D6216-07 will be acceptable.

Please contact Lula Melton at (919) 541-2910 or email at melton.lula@epa.gov if you have questions or need
additional clarification.
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Addressees:

Regional Air Managers
Dave Conroy, Region 1
Anne Arnold, Region 1
Dan Brown, Region 1
Steve Rapp, Region 1
Walter Mugdan, Region 2
Joann Brennan-McKee, Region 2
William Baker, Region 2
Raymond Werner, Region 2
Richard Rivo, Region 2
Steven Riva, Region 2
Judith Katz, Region 3
David Arnold, Region 3
Marcia Spink, Region 3
Marilyn Powers, Region 3
Walter Wilkie, Region 3
Chris Pilla, Region 3

Dave Campbell, Region 3
Beverly Banister, Region 4
Carol Kemker, Region 4
Dick Schutt, Region 4
Kay Prince, Region 4
Gregg Worley, Region 4
Doug Neeley, Region 4
Ken Mitchell, Region 4
Van Shrieves, Region 4
Beverly Spagg, Region 4
Dick DuBose, Region 4
Caroline Robinson, Region 4
Steve Rothblatt, Region 5
Cheryl Newton, Region 5
Jay Bortzer, Region 5
Mary Pat Tyson, Region 5
George Czemiak, Region 5
Tom Diggs, Region 6

Jeff Robinson, Region 6
Guy Donaldson, Region 6
Maria Martinez, Region 6
Len Pardee, Region 6

John Blevins, Region 6
David Garcia, Region 6
Becky Weber, Region 7
Carol Kather, Region 7
Joann Heiman, Region 7




Joshua Tapp, Region 7
Michael Davis, Region 7
Callie Videtich, Region 8
Cynthia Cody, Region 8
Melanie Pallman, Region 8
Martin Hestmark, Region 8
Cindy Reynolds, Region 8
Debbie Jordan, Region 9
Matt Haber, Region 9
Colleen McKaughan, Region 9
Kerry Drake, Region 9
Amy Zimpfer, Region 9
Andy Steckel, Region 9
Mike Bandrowski, Region 9
Sean Hogan, Region 9
Doug McDaniel, Region 9
Rick Albright, Region 10
Janis Hastings, Region 10
Mabubul Islam, Region 10
Nancy Helm, Region 10
Jeff KenKnight, Region 10



Attachment 1

Summary of Changes

1. Minor typographical and cross-reference errors were corrected in the main text.

2. Annex Al which allows the practice to cover opacity monitors intended for use where the applicable
opacity limit is less than 10 percent was added.

3. Annex A2 which gives guidance on the calibration of standard attenuators was added.

4. Appendix X1 which shows the error budget for an opacity monitor whose performance is in accordance
with the practice was added.

5. Appendix X2 which gives guidelines for the ongoing maintenance of opacity monitors covered by the
practice was added.



