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Re: Petition for an Exemption from Part 75, Appendix E Testing for Units IA through IF at 
the Allen B. Wilson Combustion Turbine Plant (Facility ID (ORISPL) 6258) 

Dear Mr. Moorer: 

The United States Environmental Protection Agency (EPA) has reviewed the June 26, 
2012 petition submitted under 40 CFR 96.175 and 75.66 by the Southern Nuclear Operating 
Company (SNC), in which SNC requested an exemption from Part 75, Appendix E testing for 
Units IA through IF at the Allen B. Wilson Combustion Turbine Plant. EPA approves the 
petition, with conditions, as discussed below. 

Background 

The Allen B. Wilson Combustion Turbine Plant, which is located in Burke County, 
Georgia, is owned and operated by subsidiaries of SN C's corporate parent, Southern Company 
(collectively, Southern). The facility consists of six 60 megawatt oil-fired combustion turbines 
(Units lA, lB, IC, 1D, IE, and lF). According to SNC these units are subject to the Clean Air 
Interstate Rule (CAIR) annual SO2 and NOx emissions trading programs. Therefore, Southern is 
required to continuously monitor and report, among other things, SO2 and NOx mass emissions 
for these units in accordance with 40 CFR Part 75. To meet these requirements for these units, 
Southern has implemented the optional emissions data protocols in Appendices D and E of Part 
75 for SO2 and NOx, respectively. 

Sections 2.1 and 2.2 of Appendix E require an initial performance test and periodic 
retests of the NOx emission rate of each affected unit. For each performance test, concurrent 
measurements of NOx emission rate and heat input rate are made at four load levels, and a fuel
specific correlation curve is developed. The retests are required at least once every five years 
(20 calendar quarters). Wilson Units IA through 1 F completed their initial Appendix E 
performance tests in the third quarter of 2007. Therefore, the retests of these units are due by the 
end of the third quarter of 20 I 2.
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